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RB13

ANALOG

SPARE

RB12

ANALOG

SPARE

RB11

ANALOG

SPARE

RB10

ANALOG

SPARE

INPUT

SPARE

PORT 2

SPARE

IGNITOR

TO SPARK

RELIEF

STRAIN

RED

T1

8.5V

8.5V

RELIEF

STRAIN

BROWN

MOV

MOV

ARRESTOR

SURGEOVERLOAD HEATER

OVERLOAD HEATER

OVERLOAD HEATER

J
1
4
-
1

J
1
4
-
2

COIL

MOTOR CURRENT

RELIEF

STRAIN

ORANGE

M

MMOTOR

BLOWER

M
.1uF 100 OHMS

G1

VALVE

GAS

HIGH

.1uF 100 OHMS

G2

VALVE

LOW GAS

RELIEF

STRAIN

YELLOW

RELIEF

STRAIN

WHITE

BLOWER

M

96NC

1OL

95NC

RELIEF

STRAIN

GREEN

OPTIONAL

WITH HEATER

TANK RECEIVER

9338-0320

CONTROL MODULE

HOT AIR BLOWER

RAILWAY EQUIPMENT CO.

J
1
1
-
1

J
1
1
-
2

RELIEF
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YELLOW

J
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-
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J
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-
2
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-
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J
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J
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J
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T
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V

GAS PRESSURE

RELIEF

STRAIN
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1
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V
A

C

C
O

M

S
I

G
N

A
L

+
A
5

V

DUCT PRESSURE

RELIEF

STRAIN

RED

375 F

375 F

375 F

  AND JUNCTION BOX IS BETWEEN 250FT AND 400FT

- USE 3C#4 TECK90 IF DISTANCE BETWEEN SNOWMELTER

  AND JUNCTION BOX IS 250FT OR LESS

- USE 3C#6 TECK90 IF DISTANCE BETWEEN SNOWMELTER

POINT-TO-POINT VOLTAGE DROP CAN BE ALLOWED:

IF JUNCTION BOX EXISTS, NO MORE THAN 3%

  AND POWER SERVICE IS BETWEEN 430FT AND 680FT

- USE 3C#4 TECK90 IF DISTANCE BETWEEN SNOWMELTER

  AND POWER SERVICE IS 430FT OR LESS

- USE 3C#6 TECK90 IF DISTANCE BETWEEN SNOWMELTER

SERVICE (I.E. NO JUNCTION BOX IN BETWEEN):

IF POWERING SNOWMELTER DIRECTLY FROM POWER

INSTALLATION NOTE

(OPEN ON RISE)

OVER TEMP

DUCT WORK

            

J
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-
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J
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J
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2
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2
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2
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2
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1
6
-
3

J
1
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1
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J
1
7
-
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J
1
7
-
1

J19-1

J19-2

J19-3

J19-4

IGN XFMER

J7-1

J7-2

6.3V

6.3V

220V

115V

18V

18V
J12-3

J12-4

J12-5

J12-6

J12-7

J12-2

J12-1

J12-8

J12-9

J12-10

3

4

5

6

7

2

1

8

9
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T1

T2

T3

1L1

1L2
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J
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J
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-
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J
3
-
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J
2
-
3

J
2
-
2

J
2
-
1
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J
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BUZZER

RAIL TEMP
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J
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J
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-
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NOTES

J
2
0
-
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J
2
0
-
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J
2
0
-
3

J
2
0
-
4

BLUE

STRAIN

RELIEF

(NOT USED)

WHITE

STRAIN

RELIEF

BLACK

STRAIN

RELIEF

J5-1

J5-2

J1-10

J1-9

J1-8

J1-7

J1-6

J1-5

J1-4

J1-3

J1-2

J1-1

WHT#1&#2

BLK#2

BLK#1

GRN#1&#2

SMALK

#14

#14

#10

50A

(BARE)

(WHT)

GND

EXTERNAL

GAS VALVE

 

 

3C#6 TECK90

#14

321

3

" " -DENOTES REFERENCE, NOT WIRE TAG

"GREEN"

"+24VDC"

L1

L2

NEUTRAL

(RED)

(BLK)

1) THIS UNIT IS DESIGNED FOR 230VAC, 1 PHASE, 60HZ WITH CENTER TAP NEUTRAL

2) CENTER TAP NEUTRAL MUST BE GROUNDED AT SOURCE

4) PLACE SWITCH SS1 IN THE "AUTO" POSITION TO ALLOW FOR REMOTE CONTROL

5) IN THE CONTROLLER MENU: 

   SET THE TEMPERATURE SET POINT TO 41~F

   SET RUN TIMER TO 000 MINUTES

   SET START DELAY TIMER TO 010 SECONDS

   SET BURNER OPERATION TO AUTO

   SET GAS TO NATURAL OR PROPANE

   SET MOTOR SIZE TO 220V 2HP FOR MODELS 950/951

   SET MOTOR SIZE TO 220V 5HP FOR MODELS 952/953

   SET RAIL TEMPERATURE SET POINT TO 032~F
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(BLK)

(WHT)

3) IF DUCT WORK OVER TEMP SENSOR IS NOT USED, INSTALL A JUMPER BETWEEN J10-1 & J10-2

(BLK)

(BLK)

(BLK)

(BLK)

(GRN)

(BLK)
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NOTE 1
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CONT'D ON

1BSM-COM

1BSMK

1BSMZ

1BSMZ-1

SHT 25

R
E

V
I
S
I

O
N

S

N
O
.

D
E

S
C

R
I
P

T
I

O
N

1 2 3 4 5

D
A

T
E

B
Y

 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

A
P

P
.
 

B
Y

 
 
 

 
 
 

 
 
 

 
 
 

 
 
 

LOUISVILLE DIVISION, LOUISVILLE, KY
SIEMENS INDUSTRY INC

DOT#288 985T

TO SERVICE

C1B

BY

DATE

RED-IN YELLOW-OUT

PROPOSED

AS INSTALLED

13-0120DESIGN NO.

(PRINT NAME)

SII 03 JUL 2014

J
O

B
 

N
O
.
:

E
S

T
.
 

N
O
.
:

S
H

E
E

T
 
 
 
 
 

O
F

D
A

T
E
:

I
S

S
U

E
 

D
A

T
E
:

P
L

A
N
 

N
O
.
:

D
E

S
.
:

C
K

D
.
:

D
R

N
.
:

S
I
E

M
E

N
S
 
I

N
D

U
S

T
R

Y
 
I

N
C

C
A

D
 
I

D
.
:

1
1
:
3
8

1
7
-
J

U
N
-
2
0
1
5

Q
D

X
P
0
7
2
5
9

 
4
1

 
3
1

N
/

A

M
R

B

T
M

F

T
M

F
0
3
/
0
7
/
1
4

N
/

A

W
C

N
A
1
0
3
8
1

P
 

D
A

T
E
:

P
 

T
I

M
E
:

C
H
I
-
0
8
0
.
6
5
-
3
1

SENSING HEAD

SNOW DETECTING

TO OPTIONAL



1
7
-
J

U
N
-
2
0
1
5

c
h
i
-
0
8
0
.
6
5
-
3
2
.
d
g
n

DES.

CH.

REVISIONS REGIOND C
PROPOSED COMPLETED

C
D M Y D M Y

SIGNALS AND COMMUNICATIONS

HOMEWOOD

SOUTHERN   

                 

CHICAGO  340     SUB.

TMF

MRB  03 JULY 2014   

         DC DISTRIBUTION        

                                

           GILMAN, IL           

  6TH STREET   

 CHI-080.65-32 
   

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                     

                                                                                            

NOTES

RELAY JUNCTION BOX (REFER TO PS-907 SHT 2A)

PART OF POWER OFF INDICATOR LIGHT REPEATER 

AND INDICATION RELAY JUNCTION BOX

PART OF SEARIIi POWER CONTROL 

3)

4)

DENOTES WAGO TERMINAL

DENOTES TWISTED PAIR

GROUND LUG LOCATED ON CHARGER HOUSING

5)

R
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"XB12"

"XB12"

"XN12"

"XN12"

"XN12"

"XN12"

OPERATING BANK

X

Y
G

2C#10 AC90

GND 

(NOTE 4)

E.G.

2C#10 AC90

(DD1) (NOTE 5)

SHT 34

CONT'D ON

GND 

2C#10 AC90

GND 

(NOTE 4)

(NOTE 2,3)

E.G.

GND 

2C#10 AC90

GND GND 

2C#10 AC90
(RED)

(BLK)

(BARE)

(RED)

(BLK)

(BARE)

(RED)

(BLK)

(BARE)

(RED)

(BLK)

(BARE)

(RED)

(BLK)

(BARE)

(RED)

(BLK)

(GRN)

240VAC

240VAC 240VAC

240VAC

240VAC

240VAC

240VAC

240VAC

#10
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#10
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#10

XN12-1
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240VAC
240VAC

240VAC

B
1
2
-
1
-

C

N
1
2
-
1
-

C

B
1
2
-
1

B
1
2
-
1
-

C

N
1
2
-
1
-

C

N
1
2
-
1

DA30R
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B+ 

(RED)

#18

(BLK)
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#18

(BLU)

#18

(BLU)
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XB12 XN12

60 61 62 63 64 68 69 70 71 7260 61 62 63 64 68 69 70 71 72

 T
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B12 N12

"CB"

30 31 32 33 34 38 39 40 41 42

 T

 B

"CB"

B12-1 N12-1

X

Y
G

(NOTE 2,3)

(RED)

(BLK)

(GRN)

CONTROL BANKCONTROL BANK

2)

1)

RECEPTACLE HUBBELL HBL 2620 

30A 250V TWIST LOCK

REFER TO PS-902 PAGE 6

PLUG HUBBELL HBL 2621

LOUISVILLE DIVISION, LOUISVILLE, KY
SIEMENS INDUSTRY INC

DOT#288 985T

CHARGERFAIL-3

#16

CHARGERFAIL-2

#16

#16 SHT 33

ON

CONT'D

#10
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#10

CB30T

CB30B

CB42T

CB42B AA70T

AA69T

AA66T

AA65T

B12-1

B12-1

N12-1

N12-1
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789

123

AB

240 VAC W/ 3 FORM C CONTACTS

MODEL KUP-14A15-240 SOCKET MOUNTABLE

RELAY - POTTER & BRUMFIELD

MODEL 27E121

SOCKET -  SCREW TERMINAL

RELAY DETAIL

POR-1 

6

9

3 2

8

5 4

7

1
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(SEE RELAY DETAIL)
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 9 CELLS Ni. Cd. 250 AH
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SEE DETAIL B

CHARGER FAIL

(CA3)

LOUISVILLE DIVISION, LOUISVILLE, KY
SIEMENS INDUSTRY INC

DOT#288 985T

ABOVE ELECTROLOGIXS CHASSIS
WAGO BLOCK MOUNTED
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N12-2 B12-2 1 SWITCH

2
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2
0

A

S
W
 

1
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S
W
 

1
B

OPERATING BANKSWITCH BANK

SIDE C

2C#10 AC90

A B

(CA1)

POR

NOTE 3

SEE DETAIL A

L1

L2

GROUND

(RED)

(BARE)

(BLK) SHT 34

CONT'D ON

2C#10 AC90

L1

L2

GROUND

(RED)

(BARE)

(BLK)

2C#10 AC90

L1

L2

GROUND

(RED)

(BARE)

(BLK)

240 VAC W/ 3 FORM C CONTACTS.

MODEL KUP-14A15-240 SOCKET MOUNTABLE

RELAY - POTTER & BRUMFIELD

MODEL 27E121

SOCKET - SCREW TERMINAL

456

789

123

AB

RELAY DETAIL A

HOLD DOWN SPRING

MODEL 20C314

AB

2
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5
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9
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1

7

4

POR
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123

AB

AB

2

8

5
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9
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7

4

MODEL 27E121

SOCKET - SCREW TERMINAL

RELAY DETAIL B

HOLD DOWN SPRING

MODEL 20C314

CHARGER FAIL

12 VDC W/ 3 FORM C CONTACTS.

MODEL KUP-14D15-12 SOCKET MOUNTABLE

RELAY - POTTER & BRUMFIELD

NOTES

3) REFER TO PS-902

DENOTES WAGO JUMPER CN# 02-45-872 (WAGO 282-402)

DENOTES WAGO END PLATE CN# 02-45-870 (WAGO 282-317)

DENOTES WAGO END STOP CN# 02-46-646 (WAGO 249-117)

WAGO TERMINAL 2 COND. 24-10AWG (WAGO 282-601)

DENOTES WAGO SEPARATOR (WAGO 282-337)

1

   RECEPTACLE HUBBELL HBL 2620

1) 30A 250V TWIST LOCK

   REFER TO PS-902 PAGE 6

2) PLUG HUBBELL HBL 2621

CHARGERFAIL-1 CONT'D

ON

SHT 32

N12

X

Y
G

(NOTE 1)

(
B

A
R

E
)

X

Y
G

(NOTE 1)
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B

A
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E
)
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1)

2) FEEDER CIRCUIT BREAKER, AT STUB POLE SERVICE

3)

4) A SWITCH TRANSFER KIT MUST BE INSTALLED BETWEEN

5)

(REFER TO SCHEMATIC ON BOX COVER FOR EXACT LOCATION)

6) S.C.#6 STRANDED, CSA TYPE R90 (X-LINK)

7) KEEP LEADS AS SHORT AS POSSIBLE

WHERE SEPARATE GROUND WIRE EXISTS BETWEEN THE SERVICE AND THE

24 VOLT - 40 WATT TRANSFORMER (CN STOCK #02-45-367)
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NOTES

THE SERVICE DISCONNECT BREAKER AND THE GENERATOR HOOK UP

LOAD CENTER, REMOVE THE BRASS COLORED BONDING SCREW
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SUPPRESSOR

SURGE

71439-MBWP

BRYANT

HUBBELL

CONNECTOR

TO GENERATOR

SERVICE

CABLE TO

& LIGHTS

VENT FAN

OUTLETS

FAN

THERMOSTAT

FAN MOTOR

A

M

A/C SERVICE

SINGLE PHASE

240 VOLT

L2L1N

15A

15A

C

C

LIGHT

C

C

C

C

G

C

C

(BKR#10)

(BKR#12)

(BKR#2)

(BKR#4)

   

GND

30A

(BKR#6)

(BKR#8)

3C#10

AC90

   

GND

240VAC

240VAC

(NOTE 1)

C1

(NOTE 2)

3C#6

TECK 90

(NOTE 4)

L1 (240VAC)

L2 (240VAC)

NEUTRAL

NEUTRAL

115VAC

NEUTRAL

GND

(NOTE 6)

(NOTE 6)

E.G.E.G.E.G.

E.G. E.G. E.G. E.G. E.G.

E.G.E.G.

SIDE "C" SIDE "B"

LIGHT

(RED)

(BLK)

(WHT)

(BARE)

(RED)

(BLK)

(BARE)

(WHT)

(BLK) (BLK)

(WHT)(WHT)
(WHT)

(WHT)(BLK)

(BLK)

(BARE)(BARE)

(BARE)(BARE)

(WHT) (WHT) (WHT)

(BLK)(BLK)

(BLK)

(BLK)

(BLK)
(WHT)

(WHT)

(BARE)(BARE)

DUPLEX RECEPTACLE

LIGHT SWITCH &

AC90

2C#14

71439-MBWP

BRYANT

HUBBELL

CONNECTOR

TO GENERATOR

SRB855C1G48

PIGTAIL

ERICO

AC90

2C#14

115VAC

GND

NEUTRAL

(BARE)

20A

L1

L2

N

G

(BKR#1)

(BKR#3)

115VACBX24-1

NX24-1

BX24-2

NX24-2

#16

(NOTE 3)

NEUTRAL

#12

#12

#12

#16

#16#16

#12 (RED)

(BLK)

(GRN/YEL)

(WHT)

2C#10 AC90

SHT 32

CONT'D ON

120/240TDFL

ERICO EPD

SURGE SUPPRESSOR

(NOTE 7)

(RED)

(BLK)

(BARE)

(BKR#5)

(BKR#7)

240VAC

240VAC

GND

NEUTRAL

AC90

2C#14

AC90

2C#14

AC90

2C#14

GND

240VAC

240VAC

DA25RDB25R

DB24R DA24R

 30A 

     

 15A 

(RED)

(WHT)

GFI GFI

(BKR#14)

(BKR#16)

240VAC

240VAC

GND

(BLK)

(BARE)

(RED)

30A

AC90

2C#10

UNIT

AC/HEATING

MOUNTED

TO WALL

30A
UNIT

AC/HEATING

CIRCUIT BREAKER NOT TO EXCEED 100 AMPERES

RETAINING KIT PK40TIM4LA MUST BE USED WITH 100A BREAKER

PANEL, NOT TO EXCEED 100 AMPERES

100A

2C#10 AC90

SHT 33

CONT'D ON

(RED)

(BLK)

(BKR#9)

(BKR#11)

GND

 30A 

     

(BARE)

"NX24"

#16

#16

SNOW MELTER

SHT 25

CONT'D ON

115VAC

(NOTE 3)

NEUTRAL

 15A 24V-40W

TRANSFORMER

(REFER TO PS-904)

(RED)

(WHT)

(BKR#15)

24V-40W

TRANSFORMER

(REFER TO PS-904)

GATE HEATER

 BRK POSITIONS 

11

9

12

10

7

5

3

1

8

6

4

2

20A 100A

13 14

15 16

30A

30A

30A

15A

18

20

22

24

17

19

21

23

(L1)(L2)

HEATERS

SWITCH

CHARGERS

BATTERY

XING BANK

HEATERS

GATE

(BKR#13)

15A

NEUTRAL

GROUND

(BARE)

115VAC

(BLK)

(WHT)

GFI
15A

RECO

SHT 23

CONT'D ON

GFI

BX24

LOUISVILLE DIVISION, LOUISVILLE, KY
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SM-COM  

15A
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CHARGERS

BATTERY

CTC BANK

(BRK#17)

(CD78)

(CC77)
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S
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B

DOOR

P
L
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N
 

S
H

E
L

F

9 CELLS NI.Cd. 250AH

B12-1 BATTERY SHELF

1
1
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L
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I
.
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.
 
2
5
0

A
H

X
B
1
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UNIT

AC/HTG

FAN

RECEPTACLE

AC/HTG

24"

24"

SIDE C

TOP VIEW:

S
I

D
E
 

B

GEMS PO LIGHT

FAN

GFTS & ILODS

DOOR

DOOR

CENTER

LOAD

THERMISTOR

FAN

ASSEMBLY (MAX 30A)

GENERATOR CONNECTOR

SIDE A

S
I

D
E
 

D

9"

L.I.G.P.

BOARD

ENTRANCE

RECEPTACLES

240V

20A & 40A

CHARGERS

RECEPTACLE

240V

CRTU

&

VHF

GEMS P.O.L. JCT BOX W/1TRBR

EQUIPMENT

CONTROL

CROSSING

UNIT 2

EQUIPMENT

CONTROL

CROSSING

UNIT 1

30A

CHARGER

20A & 40A

CHARGERS

LOUISVILLE DIVISION, LOUISVILLE, KY
SIEMENS INDUSTRY INC

DOT#288 985T

ELECTROLIGIXS
3TC

CHOKE

BATT

PSO II

COUPLER

PSO

PSO II

COUPLER

PSO

COMM

RUGGED SP24-2A

CONVERTER

DC/DC

R
E

L
A

Y
 

R
A

C
K

RECEPTACLE

240V POR-1/ACR

POR

RELAYS

SMK & SMZ

12"

10 CELLS NI.Cd. 250AH

B12-2 BATTERY SHELF

24 CELLS NI.Cd. 80AH

B24 BATTERY SHELF
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ENTRANCE BOARD L.I.G.P.

CONT'D ON SHT 37

INSIDE

CASE

WIRE

"B"

 1 

 2 

 3 

 4 

 5 

 6 

 7 

 8 

 9 

 10

 11

 12

 13

 14

 15

 16

 17

 18

 19

 20

"C"
L R LC

 1 

 2 

 3 

 4 

 5 

 6 

 7 

 8 

 9 

 10

 11

 12

 13

 14

 15

 16

 17

 18

 19

 20

RC

CASE

WIRE

CASE

WIRE

"F"
1

2

3

4

5

6

LIGHT RESISTORS

 1 

 2 

 3 

 4 

 5 

 6 

 7 

 8 

 9 

 10

 11

 12

 13

 14

 15

 16

 17

 18

 19

 20

L RC

"A" "D"
L

 1 

 2 

 3 

 4 

 5 

 6 

 7 

 8 

 9 

 10

 11

 12

 13

 14

 15

 16

 17

 18

 19

 20

RC

CASE

WIRE

"E"
L

 1 

 2 

 3 

 4 

 5 

 6 

 7 

 8 

 9 

 10

 11

 12

 13

 14

 15

 16

 17

 18

 19

 20

RC

CASE

WIRE

 7  8  9 10 11 12 13 14

LIGHT EQUALIZERS

15 16 17 18 19 20 21 22
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4SAGE    

 

 

4SAYE    

 

4SARE-1  

 

N12-2    

 

N12-2-1  

 

4SBGE    

 

4SBYE    

 

 

4SBRE    

 

N12-2-2  

 

N12-2-2  

 

2SAGE    

 

2SAYE    

 

2SARE-1  

 

N12-2    

 

N12-2-1  

 

2SBGE    

 

2SBYE    

 

 

2SBRE    

 

N12-2-2  

 

N12-2-2  

 

 

6SAGE    

 

6SAYE    

 

6SARE-1  

 

N12-2    

 

N12-2-1  

 

6SBGE    

 

6SBYE    

 

 

6SBRE    

 

N12-2-2  

 

N12-2-2  

 

 

1ACW     

 

1ANW     

 

1ARW     

115VAC   

 

1AFCN    

 

B12-2    

 

1NWP-1-2 

 

1RWP-1-2 

 

N1RWP-1-2

 

1NWP     
 

1AFCR    

 

1RWP     

 

N1NWP-1-2

 

B12-2    

 

1BCW     

 

1BNW     

 

1BRW     

115VAC   

1BFCN    

 

1BFCR    

NEUTRAL  

 

N12-2    

 

B12-2    

 

1RWP-1-2 

 

N1RWP-1-2

 

1FACP    

 

N1NWP-1-2

 

1NWP-1-2 

 

B12-2    

 

N12-2    

DENOTES GROUND PLANE

NOTES

  H 

DENOTES INSULATED TERMINAL

ERICO # ETSP2-30-170

DENOTES 170V ARRESTOR CN# 02-00-604

 
ERICO # ETSP2-30-50

DENOTES 50V ARRESTOR CN# 02-00-605

DENOTES TEST LINK

SAFETRAN # 4000-44700-001X

DENOTES HD EQUALIZER CN# 02-32-391

H 

H 

 

H 

H 

 

WLNWP      

 

NWLNWP     

115VAC   

NEUTRAL  

NEUTRAL  
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ENTRANCE BOARD L.I.G.P.

CONT'D ON SHT 36

DENOTES GROUND PLANE

NOTES

    

SAFETRAN # 022700-1X

DENOTES HD EQUALIZER CN# 02-32-391

ERICO # ETSP23050

DENOTES LOW VOLTAGE ARRESTOR CN# 
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 24

"C"

 26

 27

 28

 29

 30

 31

 32

 33

 34

 35

 36

 37

 39

 40

 42

 43

 45

 46

 48

 49

 51

 52

 54

 55

 57

 58

 60

 25

L

 21

 22

 23

C R

CASE

WIRE

 24

"B"

 26

 27

 28

 29

 30

 31

 32

 33

 34

 35

 36

 37

 39

 40

 42

 43

 45

 46

 48

 49

 51

 52

 54

 55

 57

 58

 60

 25

L

 21

 22

 23

C R

"A"

 45

 46

 48

 49

 51

 52

 54

 55

 57

 58

 60

CASE

WIRE

CASE

WIRE

E5-7-13-14    

E6-8-12-14    

XB12-2   

XN12-2   

COM-2    

GOD1-2   

GP1-B    

BELL-1   

GD-2     

GP       

GC-2     

BX24-2   

NX24-2   

MTSS-2   

 24

 26

 27

 28

 29

 30

 31

 32

 33

 34

 35

 36

 37

 39

 40

 42

 43

 25

L

 21

 22

 23

C R

E1-3-9-11     

E2-4-10-11    

XB12-1   

XN12-1   

GOD1-2   

GP1-B    

GD-1     

GOD      

GC-1     

MTSS-1   

BX24-1    

NX24-1    

BX24-2    

NX24-2    

COM-1A    

COM-1     

 24

"D"

 26

 27

 28

 29

 30

 31

 32

 33

 34

 35

 36

 37

 39

 40

 42

 43

 45

 46

 48

 49

 51

 52

 54

 55

 57

 58

 60

 25

L

 21

 22

 23

C R

CASE

WIRE

 24

"E"

 26

 27

 28

 29

 30

 31

 32

 33

 34

 35

 36

 37

 39

 40

 42

 43

 45

 46

 48

 49

 51

 52

 54

 55

 57

 58

 60

 25

L

 21

 22

 23

C R

CASE

WIRE

1BSMZ-1  

1BSMZ    

1BSMK    

1SM-COM  

1ASMZ-1  

1ASMZ    

1SM-COM  

1ASM-COM 

LOUISVILLE DIVISION, LOUISVILLE, KY
SIEMENS INDUSTRY INC

DOT#288 985T

1-1R2    

1-1R1    

 

 

1-1C1     
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